Structural pounding between adjacent, insufficiently separated buildings, or bridge segments, has been repeatedly observed during seismic excitations. Such earthquake-induced collisions may cause severe structural damage or even lead to the collapse of colliding structures. The aim of the present paper was to show the results of the study focused on determination of peak impact forces during collisions between buildings exposed to different seismic excitations. A set of different ground motion records, with various peak ground acceleration (PGA) values and frequency contents, were considered. First, pounding-involved numerical analysis was conducted for the basic parameters of colliding buildings. Then, the parametric study was carried out for different structural natural periods, structural damping ratios, gap sizes between buildings and coefficients of restitution. The results of the analysis conducted for the basic structural parameters indicate that the largest response of the analysed buildings was observed for the Duzce earthquake. The parametric study showed that the pounding-involved structural response depended substantially on all parameters considered in the analysis, and the largest response was observed for different ground motions. The results of the study presented in this paper indicate that the value of the peak impact force expected during the time of the earthquake does not depend on the PGA value of ground motion, but rather on the frequency contents of excitation and pounding scenario. It is therefore recommended that the peak impact force for buildings exposed to structural pounding during earthquakes should be determined individually for the specific structural configuration taking into account the design ground motion.
Introduction
During seismic excitations, adjacent insufficiently separated buildings, or bridge segments, may collide with each other because of different dynamic characteristics or spatial seismic effects related to propagation of seismic wave [1] [2] [3] [4] . The phenomenon, known as the earthquake-induced structural pounding, may cause severe structural damage or even lead to the collapse of colliding structures [5, 6] .
The effects of structural pounding during earthquakes have been intensively studied for more than three decades. Anagnostopoulos [1, 7] was among the first researchers who described the philosophy of building pounding by experimental and numerical investigations. He also suggested using the linear viscoelastic model of collisions in numerical analyses. He justified the model based on coefficient of restitution so as to be able to calculate the impact force and dissipated energy during collision. However, there is a drawback of the model, which is related to the fact that the negative impact force is observed at the end of contact which does not have any physical explanation. Later on, Jankowski [8, 9] extended the formula and proposed the nonlinear viscoelastic model. The approach allows the relation between force and deformation to be determined more precisely and eliminates the drawback of the linear viscoelastic model. The Hertzdamp model was considered by Muthukumar and DesRoches [10] and by Ye et al. [11] in a modified form to simulate impact force during contact even more accurately. They showed in their studies that the impact damping ratio depends directly on impact velocity and on stiffness of impact spring which is applied in the impact force model. Moreover, Filiatrault et al. [12] presented results of shake table tests of pounding between adjacent single-bay steel framed model structures and compared them with the numerical results obtained by using two existing computer programs. Similar results were obtained from the experiments and numerical analyses, confirming the accuracy of the numerical approach considered in the study. Pounding between base-isolated structures were investigated by Komodromos et al. [13] , as well as by Polycarpou and Komodromos [14] . The results of the investigations indicated that the response of the base-isolated buildings can be substantially modified due to structural pounding, as compared to the response of the structures with fixed bases. Masroor and Mosqueda [15] performed a series of earthquake simulator experiments to assess performance limit states of seismically isolated buildings under strong ground motions, confirming previous observations concerning the behaviour of base-isolated structures exposed to collisions during earthquakes. Naderpour et al. [16] [17] [18] investigated the results of different impact force formulas and compared them in terms of dissipated energy and suggested an equation to determine impact damping ratio. They showed numerically that the value of impact damping depends significantly on structural displacement, velocity and acceleration, as well as on the stiffness of impact spring, which is applied in the impact force model. Moreover, Miari et al. [19] analyzed different recommendations concerning appropriate gap size between structures to prevent pounding indicating on differences between them. Papadrakakis et al. [20] applied the Lagrange multiplier solution method to study the earthquake-induced collisions between adjacent buildings with different dynamic parameters and presented an effective method of testing the impacts between two, or more, buildings. A solution scheme was also suggested, and the correlation between numerical and analytical results was found to be satisfactory. Shakya and Wijeyewickrema [21] described the analysis of mid-column seismic pounding of reinforced concrete buildings of various heights, including the aspects of soil-structure interaction. The results of the study, concerning two configurations of buildings, indicated that the mid-column interactions can be more severe comparing the floor-to-floor pounding. Kajita et al. [22] performed collision tests and simulations, proving that the maximum impact force can be roughly estimated from the simulation analyses. Crozet et al. [23] carried out the detailed shaking table experimental tests, which can be utilized as reference tests to be compared with the results of numerical analyses. Moreover, an extensive analysis concerning collisions of buildings during earthquakes was presented in the doctoral dissertation by Isteita [24] . The research was mainly focused on the required separation distance to preclude pounding between neighbouring buildings, as well as on the risk of damage and the costs associated with it. Also, Isteita and Porter [25] conducted a study on the safe distance between buildings using a number of different methods for verification. Further studies on earthquake-induced collisions between insufficiently separated buildings, or bridge segments, were also recently conducted (see [26] [27] [28] [29] [30] [31] [32] , for example).
In spite of the fact that structural pounding during seismic excitations has been much advanced, little attention has been paid to the analysis of peak impact forces expected as the result of collisions during the time of the earthquake. Meanwhile, information about the parameter might be very important to mitigate structural pounding during earthquakes, i.e., for the design of linking elements (see [33] , for example). Therefore, the aim of the present paper was to show the results of the study focused on determination of peak impact forces during collisions between buildings exposed to different seismic excitations.
It should be underlined that there are many factors used to parameterize the effects of ground motions from the point of view of possible earthquake-induced structural damage (see [34, 35] ). These factors include the earthquake intensity, frequency contents, PGA value and duration of excitation. The frequency contents and PGA are often considered to be the most important parameters among them [34, 36] . Therefore, the analysis described in the present paper was especially focused on the effects of these parameters on pounding-involved structural response under seismic excitation. The numerical investigation was conducted for ground motions characterized by various PGA values and frequency contents.
It should be added that the interpretation of the influence of the above parameters can be carried out using the probabilistic approach. Then, the essence of the investigation was to determine of the degree of uncertainty and probability (dependent, output variables) depending on the chosen factors (independent, input variables). The basic analysis of this type is the sensitivity analysis of the input parameters, which focused on checking how the resulting value (dependent) modified the response when the input values were changed. The Monte Carlo simulation (see [37] [38] [39] ) and the first-order second-moment method can be used for such analysis [40] . In the stochastic structural analysis, the seismic response of a structure can be obtained using a random vibration method, in which ground motion is modelled as a random process [37, 41, 42] . Moreover, Yazdani and Eftekhari [37] noticed that for various magnitudes of earthquakes, the uncertainty of the ground motion variables is more significant than the uncertainty of structural properties. In [34] , after conducting extensive study, Elassaly stated that low-frequency earthquakes are associated with relatively low PGA values, while high-frequency earthquakes would have relatively high PGA values. It was also proved that the reinforced concrete buildings subjected to earthquakes with the same PGA but with lower predominant frequencies would generally result in higher values of overall damage rates, as compared to other frequency content categories [34] . Therefore, the stochastic analysis was proposed to be conducted especially for bridges with large spans and for high buildings [37] . Consequently, in the case of these structures, the research should be focus on developing the analysis taking into account properties of ground motion using the stochastic approach.
Materials and Methods
The investigation was focused on the earthquake-induced structural pounding between two adjacent single-story buildings. In the analysis, the numerical model, in which both colliding structures were simulated as single-degree-of-freedom systems (see Figure 1 ), were used. The dynamic equation of motion for the case considered can be written as:
..
x g (t)
x i (t), C i and K i are the horizontal displacement, velocity, acceleration, damping coefficient and stiffness coefficient for building i (i = 1, 2), respectively, ..
x g (t) stands for the acceleration input ground motion and F imp (t) is the impact force, which is defined as [8] :
where m 1 and m 2 are masses of colliding buildings, β stands for the impact stiffness parameter which depends on material properties and geometry of the colliding structures, d is the initial separation gap and ξ denotes the impact damping ratio which can be determined from the formula [36] :
where CR is the coefficient of restitution, which accounts for the energy dissipation during impact and depends on geometry and material of colliding surfaces, as well as on the value of relative prior-impact velocity between structures [8] . The value of CR can be assessed experimentally by dropping a sphere on a massive plane plate of the same material from a height h and observing the rebound height h * . Then, the following formula was used [8] :
means fully elastic collision and CR approaching 0 ( h * ∼ 0) deals with fully plastic impact.
Moreover:
where T i , ξ i is the natural period and the structural damping ratio for building i (i = 1, 2), respectively. The numerical analysis was conducted for the following basic parameters: T 1 = 0.25 s, T 2 = 0.65 s, m 1 = 1250 kg, m 2 = 3150 kg, ξ 1 = 0.05, ξ 2 = 0.05, d = 0.5 cm and CR = 0.65. A time-stepping integration procedure with the constant time step of 0.0001 s was applied to solve the dynamic equation of motion (1) . The numerical investigation was carried out for more than 50 different ground motions. Due to limitation of the space, the representative results, obtained for nine selected records (see Table 1 for general properties of ground motions and Figure 2 for their displacement and acceleration response spectra), are shown in this paper. 
Results of the Analysis for Basic Parameters
The numerical investigation was carried out for the numerical model shown in Figure 1 . First, the dynamic analysis was conducted for basic parameters of buildings exposed to different earthquakes.
The representative examples of the results of the investigation, in the form of relation between impact force and impact displacement (penetration), are presented in Figure 3 . The results shown in the figure indicate that the largest response was observed for the Duzce earthquake, for which the peak impact force and the peak impact displacement was as large as 7.6 kN and 10 cm, respectively. Meanwhile, the peak lateral design forces calculated for independently vibrating structures under this earthquake were equal to 20 kN and 44.4 kN for the left and the right building, respectively. Also, the response for the Kocaeli earthquake was found to be quite large, since the peak impact force was equal to 6.7 N and the peak impact displacement was equal to 9.3 cm. In the case of this ground motion, the peak lateral design forces calculated for independently vibrating structures were calculated as equal to 18.7 kN and 45.7 kN for the left and the right building, respectively. On the other hand, it can be seen from Figure 3 that the lowest response concerned the Loma Prieta earthquake, for which the peak impact force was equal to only 0.58 kN and the peak impact displacement did not exceed 2 cm. Meanwhile, the peak lateral design forces calculated for independently vibrating structures under this earthquake were equal to 5.9 kN and 34.6 kN for the left and the right building, respectively. 
Results of Parametric Study
In the second stage of numerical investigation, the parametric study was conducted for different structural natural periods, structural damping ratios, gap sizes between buildings and coefficients of restitution. When the effect of one parameter was investigated, the values of the others were kept unchanged. The representative examples of the results are shown below.
Effect of Structural Natural Period
In order to evaluate the influence of the structural natural period on the pounding-involved response of buildings, the parameter for the left building was varied from 0 s to 1 s. The examples of the results in the form of the peak impact forces obtained for different values of the natural period of the left structure under different earthquakes are presented in Figure 4 . Additionally, the largest values of peak impact forces are also summarized in Table 2 . It can be seen from Figure 4 that the value of the peak impact force depended significantly on the structural natural period. Initially (in the range from 0 s to about 0.4 s), the peak impact forces increased slowly, and then the values grew relatively rapidly, especially for the Tabas and Kocaeli earthquakes. The increase in the peak impact force with the structural natural period results from the fact that more flexible buildings exhibit larger displacements under earthquake excitations, as it can be clearly seen from the displacement response spectra shown in Figure 2a . In turn, larger displacements of structures substantially increase the probability of collisions during the time of ground motion. Moreover, the situation of two buildings approaching each other from different directions with high velocities is also often observed in the case of structures with larger natural periods, i.e., already for the structural period of 1 s.
Figure 4.
Peak impact force with relation to natural period of the left building under different earthquakes.
The peak lateral displacements with pounding and without pounding (independent vibrations of buildings) were also calculated in this stage of investigation for different periods of the left building under different seismic excitations. The results of the analysis are presented in Figure 5 . The figure shows an increasing trend for the peak lateral displacement of the structure when the natural structural period increased, which is consistent with the results obtained for the peak impact force (see similarities between Figures 4 and 5). Moreover, by comparing Figure 5a with Figure 5b , it can be clearly seen that the influence of pounding on the behaviour of buildings can be substantial. It is, however, important to underline that collisions may either increase the peak displacement structural response or may also play a positive role, and the response can be reduced depending on the pounding scenario during the time of the earthquake (see also [8] ). It can be seen from Figure 5 that, for the natural period of 1 s, as an example, the largest peak lateral displacements with and without pounding were equal to 38 cm and 41 cm, respectively, for the Tabas earthquake, while the minimum values were found to be equal to 7.8 cm and 9.0 cm, respectively, under the Kobe earthquake. In addition to the results shown in Figures 4 and 5 , the values of the peak impact force with relation to spectral displacement (peak displacement of the left building without pounding) under different earthquakes are also presented in Figure 6 . It can be seen form the figure that the plots for all ground motions followed a similar increase trend. Based on such results, a uniform simplified relationship can be derived, which can be used for the design purposes of closely spaced buildings exposed to different seismic excitations. 
Effect of Structural Damping Ratio
In the next stage of the parametric study, the influence of the structural damping ratio on the response of buildings was analysed. The range for the damping ratio (0.01-0.1) was defined to cover a wide range of possible values observed for real structures (see [43] ). The results of the analysis for different values of damping ratio for both structures exposed to various earthquake excitations are shown in Figure 7 . Additionally, the results for the typical value of the structural damping ratio of 0.05 are also summarized in Table 3 . It can be clearly seen from Figure 7 that the peak impact force was considerably reduced when the structural damping ratio increased. The most noticeable reduction in the response was observed for the Duzce earthquake, for which the peak impact force was equal to 14 kN for the ξ 1 =ξ 2 = 0.01, and decreased to the value of 4.7 kN when ξ 1 = ξ 2 = 0.1. That represents the reduction by nearly 66%. 
Effect of Gap Size between Buildings
In order to evaluate the influence of the in-between gap size on the response of buildings, the parameter was varied from 0 cm to 5 cm. The examples of the results in the form of the peak impact forces obtained for different gap size values under various earthquakes are presented in Figure 8 . It can be seen from the figure that the peak impact force decreased as the gap size became larger until the separation distance was big enough to prevent pounding. This time, the largest decrease was observed for the Duzce, Tabas and Kocaeli earthquakes. The values of the largest peak impact forces (for the gap size equal to 0), as well as the minimum gap sizes between buildings preventing their pounding, are shown in Table 4 . It should be mentioned that the obtained minimum in-between gap size values were lower than the spectral displacements at the period of a single structure. This effect resulted from the fact that the minimum in-between gap size preventing pounding was calculated based on the relative displacement between two adjacent buildings vibrating in a different way under seismic excitation. Therefore, it is possible that the left structure might considerably reduce the distance to the right one due to out-of-phase vibrations, and such a situation might take place only once during the whole time of the earthquake. 
Effect of Coefficient of Restitution
In the final stage of the parametric study, the influence of the coefficient of restitution on the structural response was analysed. The results of the analysis for different values of the parameter ranging from 0 to 1 are shown in Figure 9 . Additionally, the peak impact forces for CR approaching 0 and for the case when CR = 1 are shown in Table 5 . It can be clearly seen from Figure 9 that the peak impact force decreased with the increase in the CR value, although this trend was not uniform. The significant decrease in the peak impact force value was observed for the range of CR between 0 and 0.1. Then, i.e., for CR larger than 0.1 and lower than 0.3, the decrease in the peak impact force value was much smaller. Finally, for CR larger than 0.3, the decrease in the peak impact force value was minimal. It can be seen in Table 5 that the overall decrease in the peak impact force was as large as 69% (San Fernando earthquake), 62% (Kobe earthquake), 59% (Parkfield and El Centro earthquakes), 57% (Tabas earthquake), 56% (Loma Prieta earthquake), 54% (Duzce earthquake), 50% (Kocaeli earthquake) and 26% (Landers earthquake). 
Conclusions
The results of the study, which focused on the determination of peak impact forces during collisions between two buildings exposed to seismic excitations, are shown in the paper. A set of different ground motion records, with various PGA values and frequency contents, were considered in the study. First, pounding-involved numerical analysis was conducted for the basic parameters of colliding buildings. Then, the parametric study was carried out for different structural natural periods, structural damping ratios, gap sizes between buildings and coefficients of restitution.
The results of the analysis conducted for the basic structural parameters indicate that the largest response of the analyzed buildings was observed for the Duzce earthquake. The results of the parametric study show that the pounding-involved structural response depends substantially on all parameters considered in the analysis. In the case of the investigation conducted for different values of the structural natural period, the peak impact forces initially slowly increased, and then grew relatively rapidly, especially for the Tabas and Kocaeli earthquakes. The parametric study, which focused on the effect of the structural damping ratio, show that the peak impact force was considerably reduced when the structural damping ratio increased, with the most noticeable reduction in the response recorded for the Duzce earthquake. Also, the results for different values of the gap size between buildings show a similar trend. In the case of this parameter, the peak impact force considerably decreased as the gap size becomes larger until the separation distance was big enough to prevent pounding, and the largest decrease was observed for the Duzce, Tabas and Kocaeli earthquakes. Finally, the analysis conducted for different values of the coefficient of restitution indicate that the peak impact force decreased nonuniformly with the increase in the CR value. In this case, the largest response was observed for the Duzce earthquake.
The results of the study presented in this paper clearly indicate that the value of the peak impact force expected during the time of ground motion does not really depend on the PGA value of the earthquake (see from Table 1 that the PGA values for the Duzce, Kocaeli and Tabas earthquakes are not very high with relation to other seismic excitations). On the contrary, considerable dependence of the peak impact force on the frequency contents of excitation (see Figure 2 ), as well as on the pounding scenario, was observed from the results of numerical simulations. It is therefore recommended that the peak impact force for buildings exposed to structural pounding during ground motions should be determined individually for the specific configuration of structures taking into account the design earthquake. However, it is important to underline that structures with substantially different natural periods are more vulnerable to collisions, since their relative velocity may change significantly during the time of the earthquake. It is also possible for them to approach each other from different directions with high velocities, which is the worst-case scenario. In such cases, large values of impact forces can be expected. Moreover, special attention should be paid to the effects of the frequency contents of the seismic excitation, as one of the most important parameters of the ground motion [34, 37] . The investigation should be planned in such a way to be able to take into account the sensitivity analysis in order to determine the probability of the effects of frequency contents on possible earthquake-induced structural damage.
It should be added that connecting buildings by special link elements is one of the methods to mitigate earthquake-induced structural pounding. The approach concerns the application of stiff links, which allow the forces to be transmitted between structures, as well as some viscoelastic linking elements can be used to dissipate the energy during structural vibrations [33] . Other techniques might include the installation of rubber shock absorbers, polymer bumpers or collision shear walls, which can help in preventing sudden shocks due to collisions [44] [45] [46] [47] . Another method to improve the behaviour of existing buildings preventing pounding is to increase their stiffness. The effect can be obtained by installation of additional bracing system or shear walls, which act as a part of the earthquake resistant system [48] . It is also possible to decrease the displacement response of buildings, and thus reduce the probability of earthquake-induced pounding, by increasing their damping properties. It can be obtained by providing supplemental energy dissipation devices, for example, in the form of diagonal elements connecting adjacent floor slabs [49] .
A number of simplifications were introduced in the numerical model applied in the analysis described in the present paper. Therefore, further studies are needed to verify the influence of other effects which were not considered in the analysis. Future studies should especially focus on the influence of the nonlinear structural behaviour, which was outside the scope of the present paper. It can be expected that this effect might be important in the case of severe earthquakes, which may induce highly inelastic response of structures. In such cases, adopting a nonlinear numerical model (even a simplified bilinear hysteresis model) will allow us to obtain more accurate results. Acknowledgments: The authors would like to thank Seyed Mohammad Nazem Razavi for his help in conducting some numerical simulations.
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